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U. S. Nuclear Regulatory Commission
Attention: Document Control Desk
Washington, DC 20555-0001

South Texas Project
Units 1 & 2

Docket Nos. STN 50-498, STN 50-499
Response to NRC Request for Information Pursuant to 10 CFR 50.54(f)

Regarding Recommendation 2.1 Flooding of the Near-Term Task Force Review
of Insights from the Fukushima Dai-ichi Accident, Enclosure 2, Required Response 2,

Flood Hazard Reevaluation Report

On March 12, 2012, the Nuclear Regulatory Commission (NRC) issued Reference 1 to STP
Nuclear Operating Company (STPNOC) to request information assoeisted4with the Near-Term
Task Force (NTTF) Recommendation 2.1 for Flooding. One of the Required Responses in
Enclosure 2 of Reference 1 directed licensees to submit the Flooding Hazard Reevaluation
Report as a written response to Requested Information item 1 and to include the interim action
plan requested in item 1.d, if appropriate. In accordance with Reference 1, as supplemented by
Reference 2, and the NRC's prioritization plan (Reference 3), the enclosure to this letter provides
the Flooding Hazard Reevaluation Report for South Texas Project (STP), Units 1 & 2.

The enclosed report demonstrates that the current design basis flood for STP Units 1 & 2 bounds
the reevaluated flooding hazard for all flood causing mechanisms. Therefore, in accordance with
guidance provided in References 1 and 4, an interim action plan in response to Requested
Information item 1.d and an Integrated Assessment in response to Requested Information item 2
(Required Response 3) of Enclosure 2 to Reference 1 are not required. By Reference 5,
STPNOC committed to the guidance provided by Reference 4 regarding the trigger conditions
and scope of any required Integrated Assessment. The flooding hazard reevaluation was
supported by the findings from Enclosure 4 to Reference 1 (Recommendation 2.3 flooding
walkdowns), performed in accordance with NEI 12-07, "Guidelines for Performing Verification
Walkdowns of Plant Flood Protection Features," and documented in Reference 6.

There are no commitments in this letter.

If there are any questions, please contact Coley Chappell at (361) 972-4745, or me at
(361) 972-7566.

STI: 33664339
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I declare under penalty of perjury that the foregoing is true and correct.

Executed on 1ack i\. )oZ3

G. T. Powell
Vice President,
Generation

ccc

Enclosure: South Texas Project Electric Generating Station Units 1 and 2 Flooding Hazard
Reevaluation Report, March 2013
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cc: w/o attachment except*
(paper copy)

Regional Administrator, Region IV
U. S. Nuclear Regulatory Commission
1600 East Lamar Boulevard
Arlington, TX 76011-4511

*Balwant K. Singal

Senior Project Manager
U.S. Nuclear Regulatory Commission
One White Flint North (MS 8 B13)
11555 Rockville Pike
Rockville, MD 20852

NRC Resident Inspector
U. S. Nuclear Regulatory Commission
P. O. Box 289, Mail Code: MN116
Wadsworth, TX 77483

C. M. Canady
City of Austin
Electric Utility Department
721 Barton Springs Road
Austin, TX 78704

* Eric Leeds

Director, Office of Nuclear Reactor Regulation
U.S. Nuclear Regulatory Commission
One White Flint North (MS 13 H 16M)
11555 Rockville Pike
Rockville, MD 20852

(electronic copy)

A. H. Gutterman, Esquire
Morgan, Lewis & Bockius LLP

Balwant K. Singal
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John Ragan
Chris O'Hara
Jim von Suskil
NRG South Texas LP

Kevin Polio
Richard Peha
City Public Service

Peter Nemeth
Crain Caton & James, P.C.

C. Mele
City of Austin

Richard A. Ratliff
Alice Rogers
Texas Department of State Health Services




